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Cement foundation , The height of the foundation
e | should be set according to
L Nl the water outlet pipe diameter.
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FOUNDATION
MESAN COOLING TOWER
Remark:
1. The foundation and the support of center
MCBU mq.m m.ﬂ .H_Jm mmgm _m<®_. DRAWN BY DESIGNED BY | CHECKED BY | APPROVED BY
2. The height deviation should less than 1/4". Xin Xin Alice Isa
3. Final foundation design must be determined SOALE FILENAME DATE
considering the pump's NPSHR. 2012-05-03
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