m < The height of the foundation
S w should be set according to
N |= the water outlet pipe diameter.

Cement foundation

E|Y
Pump foundation mw
300mm \ )=
[11 3/4"] Remark:
1. The foundation and the support of center
300mm sump are at the same level.
T £l [113/47] 2. The height deviation should less than 1/4".
SES 3. Final foundation design must be determined
Q= _ considering the pump's NPSHR.
£ m 4. Location of anchors is approximate and final
m © location must be verified on-site by the installer.
-2 5. The cooling tower foundation is designed and
manufactured by customer.
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